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Fire in an intensive care unit:
causes and strategies for prevention
Koravangattu Sankaran, MD, FRCPC, FCCM; Allan Roles, PEng, MBA; Gordon Kasian, MD, FRCPC

F ires in institutions occur frequently and are
the cause of a considerable number of casual-
ties.'-3 Although major hospital fires are rare

their potential for disaster is substantial;4'5 conse-
quently, much time, money and effort go into
preventing them. Preventive architectural design,
fire drills, staff education and protocols for disaster
planning are common in hospitals.6-9 The occurrence
of a fire in an intensive care unit has rarely been
reported.'0 We describe two nearly disastrous fires
that occurred in 1988 within 4 days of each other in
a neonatal intensive care unit (NICU) at the Royal
University Hospital, Saskatoon. Fortunately there
were no casualties. The subsequent investigation
determined the sequence of events that led to the
fires, and the lessons learned were incorporated into
the reconstruction design.

Case report

The NICU was constructed in 1982 with fire-
retardant materials to comply with national building
and fire codes."'"2 Electrical and gas fittings con-
formed to electrical and surgical standards for haz-
ard control and to the standards of the Canadian
Safety Act.'3"14 The NICU had 30 beds and was
equipped to care for newborn infants requiring
critical care. All bed spaces were supplied with four
oxygen outlets, two compressed air outlets, two
suction outlets and eight electrical outlets. Sealed
cabinets contained electrical wires and pipes for
oxygen, compressed air and suction, running to the
ceiling space through a chase. The gas piping system
was checked by a certified gas agent after its installa-
tion, and periodic checks were made for gas leakage.

On the night of Aug. 4, 1988, a nurse was

changing isolettes for one of the infants in the first
bay. This was done routinely once every 3 days.
When she pulled the isolette plug she noted a spark
and smoke erupting from the socket. On closer
observation she saw a ball of fire in the socket and
felt intense heat on the counter surface of the
cabinet. A fire alarm was initiated, the infants were
evacuated from the bay, and the area was cordoned
off. On the night of Aug. 8, 1988, a nearly identical
incident occurred in another bay. This time the
entire unit was evacuated. In each case the fires
burned themselves out within minutes. The investi-
gations begun after the first incident were intensified
after the second.

Evacuation

During the second fire 24 infants and several
parents were evacuated without incident. The babies
who were in stable condition (convalescent) were
moved to the neighbouring pediatric ward. Of the
five oxygen-dependent infants requiring mechanical
ventilation one was paralyzed with pancuronium
bromide and had bilateral chest tubes in place. Three
people were needed to move this infant. Fortunately
the pediatric intensive care unit could accommodate
two infants; the remaining babies were lodged in the
infant pediatric ward. Although the neonatal unit
was on the same floor as the pediatric wards and
close to them, there were difficulties in supplying
oxygen to these infants until after the transfer was
complete. Manual ventilation with room air was
achieved by means of a self-inflating air bag during
the transfer. The infants suffered no ill effects.

During the evacuation the smoke was thick and
grey, irritating the eyes of the staff. The entire NICU
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was sealed off. Hospital maintenance and city fire
department staff controlled the fire, and exhaust fans
were used to pump the smoke from the unit.

Investigation

An incident had occurred several months before
the fires that should have served as a warning signal.
A curl of smoke had been noted from a socket on the
chase and brought to the attention of the hospital
maintenance staff. A significant collection of lint had
been found in the socket, and so all sockets had been
vacuumed. At the time it did not occur to anyone to
check the inside of the sealed cabinets or the inside
of the chase for lint accumulation (Fig. 1).

After the evacuation the cabinets were opened.
There was not only severe damage near the top of
each cabinet - where the fire started - but also
intense charring on the top surface of the bottom
slab (Fig. 2) and even on the linoleum floor on which
the cabinet sat. In addition, there was severe char-
ring along the electrical fittings and conduits (Fig. 3).
Since fires normally burn upward the burn pattern
proved confusing for the investigators.

Because there had been more than one episode
and because of the potential for disaster several
experts were called in to determine the cause of the
fires. In addition to the hospital staff there were
three people from the city fire department, two from
Saskatchewan Government Insurance, a provincial
electrical inspector, three representatives from engi-
neering and architectural firms, an observer from the
Stinson-Eisler Adjustment Bureau, two consultants
from the Department of Chemistry, University of
Saskatchewan, and one consultant from the Sas-
katchewan Research Council. They took 9 days of
intensive searching to solve the enigma.

The first suspicion was of an electrical cause,
but two independent assessments revealed that the
wiring met all the standards of the Canadian Stan-
dards Association (CSA). The pattern of charring on

I

Fig. 1: Opened cabinets and chase, showing extensive
accumulation of lint (arrow).

Fig. 2: Arrow indicates burn pattern on top surface of Fig. 3: Fire damage of electrical fittings. Arrows indicate
bottom slab of cabinet. oxygen outlets, which are located next to electrical outlets.
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the bottom slab of the cabinet (Fig. 2) raised the
possibility of chemical spillage. The hospital welding
shop was quickly transformed into a laboratory.
Cabinet replicas were made, and various chemical
materials spilt into the cabinet to induce a fire.
However, the pattern of damage could not be
matched.

Finally, a multifactorial theory was proposed
and tested. It was demonstrated that because of a
pressure difference between the unit and the inside
of the cabinets oxygen-rich air streamed through the
electrical sockets into the cabinets. Between the first
and second fires the air in the cabinets was checked
and, indeed, found to contain more oxygen than
normal atmospheric levels. Large quantities of free-
flowing oxygen were used to run ventilators and
resuscitation bags. Although tests revealed no leaks
in the pipes the oxygen outlets leaked at the site
where flow meters had been inserted. This leakage
and the proximity of the oxygen outlets to the
electrical outlets (Fig. 3) contributed to the stream-
ing. In addition to oxygen the air flowing through the
electrical sockets carried small amounts of lint,
which accumulated inside the electrical boxes and
the cabinets. When an isolette was unplugged a spark
ignited the oxygen and lint, allowing the cabinet's
otherwise relatively fire-resistant materials to burn
easily until the oxygen was consumed.'s The intro-
duction of oxygen-rich air and lint into the experi-
mental cabinet reproduced the pattern of fire dam-
age. A videotape of the recreated fire sequence is
available from the Royal University Hospital.

Comments

A review of the medical literature failed to
reveal reports of a similar occurrence. In general,
medical staff are ignorant about institutional fires
and their causes. Therefore, we strongly believe that
an appreciation of the risk factors identified here is
important to everyone involved with the manage-
ment or construction of critical care hospital areas.

Fires normally burn upward; the burn pattern of
our fires was downward. The slow streaming of
oxygen-rich air into the sealed cabinet and the
greater heaviness of oxygen compared with room air
made it possible for the oxygen to gravitate to the
bottom of the cabinet. When the lint caught fire it
was fuelled by the oxygen and burned downward.
Fortunately the oxygen was consumed before the
high-pressure pipes could burst, thus preventing a
major disaster.

There are no design-related safety codes specify-
ing the location of oxygen outlets with respect to
electrical sockets.'6 We have reported the fires to the
CSA and have suggested the development of stan-
dards for future hospital designs.

The renovation of our NICU took into account
the factors that contributed to the fires. The cabinets
are no longer sealed and are left open to the ambient
air from underneath to ensure that no streaming
occurs. This design allows lint and spilled materials
to be cleaned up. The electrical sockets are now
above rather than below the oxygen outlets.

The evacuation of oxygen-dependent infants
from the NICU posed a problem, as portable oxygen
sources were not readily available. It is now our
policy to keep a freestanding oxygen tank close to all
infants who are oxygen dependent.

Up until 4 years ago all isolettes purchased by
the hospital did not have power switches; therefore,
the only way to start or stop them was to unplug
them. After the fires, hospital biomedical technolo-
gists converted the older isolettes by installing power
switches similar to those on new isolettes.

We thank the staff of the Neonatal Intensive Care Unit
and the Department of Engineering and Maintenance,
Royal University Hospital, Saskatoon, for their help. We
also thank the Royal University Hospital Foundation for
encouragement and financial assistance.
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